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(Cat.No. 1100-UR and 1100-SR) 

Mounting Instruction for Under voltage and Shunt-Trip module

Remove adhesive cover from 
Under voltage or Shunt-Trip 

module and couple it with MCBInsert provided Pin in MCB 
(as shown below)

Remove adhesive
cover from MCB

IL100186 - Rev 1              CONFORMITY TO STANDARDS CERTIFICATIONS
UL 489 UL Fi le #:  E508090.

CE Marked (per EU Low Voltage Direct ive 2014/35/EC and RoHS Direct ive 2011/65/EU)


